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Wiring Instructions
1.	 Remove the tamper resistant screw with the special key 

provided.	
2.	 Carefully place a screwdriver on the edge of the knockout and 

sharply apply a force su cient to dislodge the knockout plug. 
See Fig 9. 

3.	 Run wires through an approved conduit connector and a x the 
connector to the device. NEMA 4 rated conduit and ýttings are 
required for outdoor use.

4.	 Connect the wires to the appropriate terminal connections for the 
service intended. See Figures 2,4,5, and 6. See Fig. 7 for two 
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