
 
 

Wiring Instructions
1. 
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PS10 Series (EU)
Pressure Switch

Typical Sprinkler Applications

One Conduit Wiring Switch Operation

Low Pressure Signal Connection Waterflow Signal Connection Local Bell For Waterflow Connection
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PS10 Series (EU)
Pressure Switch

Pressure switches have a normal service life of 10-15 years. 
However, the service life may be significantly reduced by local 
environmental conditions.



 PAGE 5 OF 8

PS10-Serie (EU)
Druckschalter

063-UWB-0374
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PS10 Series (EU)
Pressure Switch

PS10-Serie (EU)






