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4. If the LWCO fails to function normally, perform the following 
steps to verify the proper installation:

a. Make sure the water level covers the probe.

b. Verify ALL  LWCO wiring and that probe is secured with 
locknut.

c. If Teß on tape was used on the threads of the brass bushing 
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Limited Warranty Statement

Taco, Inc. will repair or replace without charge (at the company’s option) any product or part which is proven defective under normal use within 
one (1) year from the date of start-up or one (1) year and six (6) months from date of shipment (whichever occurs Þ rst).

In order to obtain service under this warranty, it is the responsibility of the purchaser to promptly notify the local Taco stocking distributor or 


