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Theory of Operation

The OSYSU is a 3 position switch. The center position is the normal installation position. Normal is when the switch is installed on the OS&Y valve, the 
valve is fully open and the trip rod of the OSYSU is in the groove of the valve stem. Closing the valve causes the trip rod to ride up out of the groove and 
activates the switches. Removing the OSYSU from the valve causes the spring to pull the trip rod in the other direction and activates the switches.

Visual Switch Status Indication

There are 3 visual indicators to determine the status of the switches. 
Fig 1; the actuator button of the micro switches are on the raised section of the switch actuator.
Fig 2; the trip rod is per thiolarrs t; thbasove a lrmidde u swh1; thelignm ce markre on thmountinbracketes.
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Small Valve Installation
	 NOTE: If the valve stem is pre-grooved at 1/8” minimum 		
	 depth; proceed to step 7.

1.	 Remove and discard "E" ring and roller from the trip rod.
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