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Architect & Engineering Specifications

Conventional Wiring Diagrams for Emergency Notification Evacuation Series

	 The audible and/or visible signal shall be Potter S24-177 strobe and Potter HS24-177 horn/strobe Series or approved equal and shall 
be listed by Underwriters Laboratories, Inc. per ANSI/UL 1971 and/or ANSI/UL 464. The notiýcation appliance shall also be listed with the 


