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Figure 2: Typical NGP-1000D-M1/M2/M3 External View
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Figure 3: Typical NGP-1000D-M1/M2/M3 Internal View
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1. On arrival, do a full inspection by checking all packages and crates in the shipment for damage. 
 If damage is found, sign for the damage or refuse the shipment. Contact the carrier immediately and ýle    
 a shipping damage claim with the carrier. 

2. Check to ensure all components are contained and no visible damage has occurred during shipping. 

3. Each nitrogen generator requires a minimum of one Air Maintenance Device and one Nitrogen Purge Valve per  
 system (Model NGP-SPV or INS-PV). Check to see these components have arrived. 

NGP-1000D-M1/M2/M3 required accessories:

Item



11

Manual: NGP-1000D-M1/M2/M3



12

Manual: NGP-1000D-M1/M2/M3

6. Wiring of NGP-1000D-M1/M2/M3
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7. Installation of Nitrogen Purging System
Each riser requires a minimum of ONE Nitrogen Purge Valve to be installed prior to implementing the 
Nitrogen Purging Procedure.

For installation instructions, refer to the Model NGP-SPV Bulletin (#5401520) or Model INS-PV Manual (#5401532) supplied 
with each purge valve.

NGP-SPV 
(Potter Purge Valve #1117984)

INS-PV
(Potter IntelliPurge Nitrogen Purge Valve #1119478)
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10. 
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10. Nitrogen Control Module
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Issue: The air compressor does not turn on.
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14. Nitrogen Membrane Check
1. 
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16. NGP-1000D-M1/M2/M3 
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19. Wiring Diagrams
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