
Installation Manual:  PC-2H Conventional Heat Detector 

NOTICE TO THE INSTALLER
This manual provides an overview and the installation instructions for the PC-2H detector. This product is designed for 2-wire 
conventional ýre alarm system, and it shall only be installed with listed control panels. For system compatibility, please refer to the 
control panel instruction manual. 

1.	 Description
The PC-2H is a conventional heat il
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6.	 Testing
Testing must meet the requirements of the Authority Having Jurisdiction (AHJ). It is recommended to follow guidelines as described in 
NFPA 72. It is important to test the product after installation and periodically to ensure it functions properly.
                       : NOTIFY APPROPRIATE AUTHORITY BEFORE TESTING THE DETECTOR. REFER TO THE PANEL 
INSTALLATION MANUAL FOR ANY SPECIFIC GUIDELINES WHEN TESTING INITIATING DEVICES.
•	 Heat Test 
Use hair dryer or heat gun to direct the heat toward the side of the detector. Keep at 6 in or 15 cm to avoid overheating. 
Units failing the heat test should be serviced.
•	 Magnet Test
The magnet test provides a quick test to verify the connections and the detector electronically. This test should not t


