INSTALLASTTION MANUAL: PSTADS-ZM ZONE MODULED#BD OREESHILC - StLd

Installation Manual: PAD100-ZM Zone Module
NOTICE TO THE INSTALLER

This manual provides an overview and the installation instructions for the PAD100-ZM module. This module is only compatible with
addressable yre systems that utilize the PAD Addressable Protocol.
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When the PAD100-ZM is used to monitor two individual Class B circuits a single device address is assigned; each input is then
identiyed as a sub-point of the module address. For example, if the address number is assigned as "8", the "B1" input will be "8.1",
and the "B2" input will be "8.2."

Before connecting a device to the SLC loop, take the following precautions to prevent potential damage to the SLC or device.

e Power to the SLC is removed.
e Field wiring on module is correctly installed.
e Field wiring has no open or short circuits.

3. Technical Speciycations
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