
Installation Manual: PAD100-NAC NAC Module

NOTICE TO THE INSTALLER
This manual provides an overview and the installation instructions for the PAD100-NAC module. This module is only compatible 
with addressable ýre systems that utilize the PAD Addressable Protocol.

All terminals are power limited and should be wired in accordance with the requirements of NFPA 70 (NEC) and NFPA 72 (National 
Fire Alarm Code). Failure to follow the wiring diagrams in the following pages will cause the system to not operate as intended. For 
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