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The examples shown below illustrate a PAD device's dip switch settings: the 1st example shows a device not addressed where all 
dip switch settings are in the default "Off" position, the 2nd illustrates an addressed PAD device via the dip switch settings.

Figure 2. Examples of PAD Device Showing Default Dip Switch Setting (Unaddressed) & Addressed PAD Device

Before connecting a device to the SLC loop, take the following precautions to prevent potential damage to the SLC or device.
� Power to the SLC is removed.
� Field wiring on module is correctly installed.
� Field wiring has no open or short circuits.

3. 



 INSTALLATION MANUAL: PAD200-DUCT ANALOG ADDRESSABLE DUCT DETECTOR
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MOUNTING: 


