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Main Supply Circuit

The AC terminals are located in the lower right hand portion of the main board.  The main board supervises the main 
AC power and provides indication that the AC power is absent.

Figure 2. Main Supply Circuit

The terminals are rated at 120 VAC/240 VAC 50/60 Hertz and are marked so accordingly on the board.  The earth 
ground connection is marked as “G” and is the furthest connection from the line voltage connection. 

The AC input power ratings: 
Maximum of 675 mA at the nominal 120 VAC rating.
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2. Functionality

The system is completely supervised and is designed to comply with UL 864.

The FFT-1000 is Fire Fighter Telephone panel that provides the ability to establish 2-way phone communication 
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In standby, all LEDs are o  to indicate no remote handsets are connected. When a remote ýremanôs handset (FFT-
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