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4.	 WIRING AND SIZING
The PDC is connected to the master panel using an The connections are power limited and supervised.  
The wiring diagram shown below illustrates how to connect a PDC bell.

FigUre 1. EXAMPLE OF WIRING A PDC BELL

FigUre 2. PDC BELL MOUNTING

NOTES:
•	 Wire preparation – strip all wires 1/4 inch from their edges as shown here:

– Stripping too much insulation may cause a ground fault.
– Stripping too little may cause a poor connection and subsequently an open circuit.

These instructions do not purport to cover all the details or variations in the equipment described, nor provide for every 
possible contingency to be met in connection with installation, operation and maintenance.
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