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This document provides instructions for mounting and wiring the Detector 



hǇŜǊŀǝƻƴŀƭ ¢ŜǎǝƴƎ
When PAD100-PD, PAD200-PD, PAD100-PHD, PAD200-PHD, PAD200-PCD, 
PAD200-PCHD, PAD100-HD and  PAD100-CD are under normal conditions in 
standby mode, the alarm indicator LEDs on the face of the detector will pulse 
approximately once every 4 seconds.
NOTICE: WHEN A PANEL IS CONFIGURED TO NOT FLASH LEDS, THE LEDS 
ON THE DETECTORS WILL NOT FLASH AT ANY TIME.
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The sensitivity drift value (Dirty Value) of the smoke detector can be checked 
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The PAD100-PD, PAD200-PD, PAD100-PHD, PAD200-PHD, PAD200-PCD, 
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