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System Defaults: Relay Circuit

The PFC-4064 has a total of 4 built-in relays available for use. The relays (shown below) are located along the central bottom 
edge of the control panelôs circuit board.
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Menu Navigation Keys
The 



PFC-4064 KEYPAD PROGRAMMING • 8870080 • REV A • 12/17

Section 4: Programming Options
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Section 5: Manual Programming Overview

The panel can be programmed using either the keypad or Potterôs panel programming software.

The Programming Cycle
The following is the recommended approach to program the FACP via the panelôs keypad. Active selections are indicated in 
Italics in this manual, while the panel will indicate an active selection with a small þashing arrow on the screen where the ñ=ò 
symbol is. The ñEnterò button is used to access a menu and save any changes.

System Setup: Software Zone Attributes
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System Setup: Program Relays
The relays are conýgured to activate on a speciýc panel condition (Alarm, Trouble, Supervisory and Waterþow). The relay 
default settings are detailed in Section 2.

To change the defaults, go to the Programming submenu, enter the four digila¾ђs~gsisғteáthonדPraUnteĶr thon go to thi 
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Section 6: DACT Programming
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4=Walk Test2=Enable/Disable1=View History
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