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Appendix A - FM
Appendix B - CSA
Appendix C - IECEx
Appendix D - Additional Approvals

OPERATION
WARM UP

When the detector is initially powered up, a warm-
up period of one – two (1-2) seconds is allotted for 
internal checks and communication. During this 
time, the LED is off and the current level is 3 mA. 
After the checks are completed, normal operation 
will be indicated by the LED flashing every four 
seconds (current level is 4 mA). 
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NOTE
The output of the 0 to 20 mA current loop 
is monitored by the fault detection circuitry 
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IMPORTANT SAFETY NOTES

CAUTION
The wiring procedures in this manual are 
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PROTECTION AGAINST MOISTURE DAMAGE

It is important to take proper precautions during 
installation to ensure that moisture will not come 
in contact with the electrical connections of the 
system. The integrity of the system regarding 
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placed through the counter bored holes in the detector flange, secure the detector junction box to the surifae location.WIRING CABLE REQUIREMENTSAlways use proper temperature rated cabling 
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POWER

2 WIRE
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APPENDIX A

FM APPROVAL DESCRIPTION

Applcable Documents:

FM 3810: 2005
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X3301 Multispectrum
IR Flame Detector


